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SHEET NOTES
__l___L__ | (1) REMOVE (F) ELECTRICAL DEVICES. RE-INSTALL AFTER

NEW z—r%zm WALL CONSTRUCTION. PROVIDE THROUGH
o o
| | | | | PENETRATION PROTECTION SYSTEM FOR (E) CONDUITS.
|
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@ PROVIDE 4” SQUARE BOX. (LOCATION TO BE VERIFIED IN
THE FIELD) AND SURFACE RACEWAY/WIRING TO THE DOOR TRACK
BUILT IN SMOKE DETECTOR.

@ PROVIDE POWER CONNECTION TO DOOR HOLDER SOLENOID INSIDE
THE DOOR TRACK ASSEMBLY BOX.
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(7)) EXTEND (E) ZONE "1G54" LOOP AND CONNECT TO SMOKE
CHECK BUILT-IN SMOKE DETECTOR.
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